A New Hybrid Cycloconverter with Smooth Output Voltage Generation Capability and Accurate Control of the Circulating Current

Christian Klumpner  Tianning Xu  Jon Clare
University of Nottingham
School of Electrical and Electronic Engineering
Nottingham NG7 2RD
UNITED KINGDOM
klumpner@ieee.org

Abstract – Nowadays, power electronic converters based exclusively on IGBTs deliver excellent load side performance up to megawatt powers in the low voltage range (200–690V) and are steadily gaining performance in the medium voltage range as well. However, the medium and high voltage/high power range remains dominated by converters using naturally commutated thyristors (i.e. cycloconverters, current source inverters), which offer poorer output side performance. This paper proposes a new hybrid arrangement, targeting the medium and high-power range, comprising a naturally commutated cycloconverter connected to a PWM Voltage Source Inverter, able to offer improved output voltage quality and accurate control of the circulating current. The feasibility of the newly proposed concept is validated by Saber simulation results.

I. INTRODUCTION

A cycloconverter [1]-[9] normally comprises of a network of naturally commutated thyristors that bidirectionally connect each of the input lines to each of the output lines as Fig. 1 shows. In order to provide good synthesis of the output voltage waveform, it is very common to employ a multiphase supply with a small phase displacement between the voltage phasors, because the bidirectional switches are naturally commutated. This is normally achieved with phase-shifting transformers (delta-star or autotransformers). The disadvantage is that the assembly requires a huge number of devices and it is bulky as the transformers are designed for full power. Moreover, special attention should be paid to the design of the inter-phase reactors (IPR) that are used to limit the circulating current. Other disadvantages also exist: the output frequency is usually limited to 40 % of the input frequency and that the circuit has a poor input power factor due to the high content of harmonics in the input current. However, this solution is still used in the very high power range (>100 MW) drives, where there is no other type of semiconductor switch available.

![Fig. 1. Topology of a standard 6-pulse cycloconverter.](image)

This paper proposes a novel hybrid arrangement that can solve the main problems with the standard cycloconverter topology by connecting a lower voltage rated H-bridge inverter in each of the output phases of the cycloconverter and controlling it in a way similar to a series connected active filter to improve the shape of the output voltage [10]. Additionally it will be shown that the circulating current can be controlled with good accuracy while employing a smaller inductor size, and that accurate control of the circulating current improves the quality of the input currents.

II. THE HYBRID CYCLOCONVERTER

A. Operation of a Standard Cycloconverter

A cycloconverter is a direct frequency converter consisting of three 3-phase bi-directional thyristor bridges [1-3]. There are many topologies in use depending on the number of pulses of the thyristor bridges (6-12-18-24 etc) and if their operation relies on circulating current or not. The output voltage of a 6-pulse thyristor bridge is controlled by adjusting the firing angle ($\alpha$):

$$V_{out} = V_{max} \cdot \cos(\alpha)$$

$$V_{max} = 3\sqrt{3}/\pi \cdot E$$  \hspace{1cm} (1)

If the firing angle is kept constant, the output is DC; whereas if the angle is modulated according to (2), it will generate an AC output voltage of adjustable frequency and amplitude:

$$\alpha = \cos^{-1}\left[\frac{V_{out-pk}}{V_{max}} \cdot \sin\left(2\pi \cdot f_{out} \cdot t\right)\right]$$  \hspace{1cm} (2)

Even though the operation is straightforward, there are some disadvantages, particularly a high content of harmonics in the output voltage, dependent on the number of pulses. The higher the number of pulses, the better the waveform, but this is at the expense of increased complexity. Also poor control over the circulating current causes additional distortion of the load current and poor power quality on the input side. All existing solutions to mitigate these problems are exclusively based on passive components (phase shift transformers and inter-phase reactors) and as a result they are bulky, as the size of magnetics is dependent on the frequency of the ripple (number of pulses times the input frequency).

B. The Principle of the Hybrid Approach

The key to reduce the size of magnetics is to increase the frequency of the ripple by employing an auxiliary forced commutated power converter operating in a similar way to a
series active filter. It will cancel the low frequency ripple in the output voltage and facilitate accurate control over the circulating current by switching faster whilst being rated at only a fraction of the supply voltage.

Fig. 2 shows a 3-phase thyristor rectifier operating as a cycloconverter (using (2) as a reference the firing angle) with an additional H-bridge inserted in series with the positive output line. In Fig. 3a, the waveforms of the input phase voltage, the reference voltage and the thyristor bridge output voltage ($V_{THY}$) are presented. The H-bridge inverter uses as a reference the difference between the reference voltage of the cycloconverter and the voltage that the cycloconverter is actually producing $V_{THY}$, which has a high 300 Hz harmonic content (Fig. 4a), typical for the operation of a 6-pulse thyristor bridge. As the H-bridge switches five times faster than the thyristor bridge, it is able to compensate the 300 Hz ripple, as shown in Fig. 3b (waveform) and Fig. 4b (its spectrum).

III. THE EVALUATION OF A STANDARD CYCLOCONVERTER WITH CIRCUITING CURRENT

Fig. 5 shows the basic diagram of a 3-phase to 1-phase standard cycloconverter with an inter-phase reactor (IPR) connected on the output side to limit the circulating current. Fig. 6 shows the typical waveforms of the voltages at the output of each half of the thyristor bridge $V_X$ and $V_Y$, each containing the same fundamental voltage but having different profile for the 150 Hz voltage ripple caused by the commutation of the thyristors. As the two outputs are connected together via the interphase reactor, the fundamental voltage appears as a common mode voltage and therefore is not attenuated by the interphase reactor. The 150 Hz components for example are in anti-phase and their sum appears as a differential component across the interphase reactor, producing the circulating current shown in Fig. 9. The spectrum of this differential voltage (Fig. 8b) reveals important harmonic components, the highest (approx 135 V peak) around 150 Hz and smaller ones around 300 Hz and 450 Hz.

The circulating current therefore can be limited by designing the value on the inter-phase reactor accordingly. For example in the particular case simulated here, in order to limit the 150 Hz circulating current harmonic to 8 A peak caused by the 135 V peak voltage harmonic, a total value of the inter-phase inductance of 17.9 mH would be necessary. The circulating current and its FFT are shown in Fig. 9 for the situation when the interphase reactor consists of two 10 mH coupled inductances with a coupling coefficient of 0.9 that gives 18mH mutual inductance, which is very close to the numerical example previously mentioned. The FFT of the circulating current reveals a current component at 150 Hz of approx 7.5 A peak, similar to what was predicted.
As the load is connected to the centre tap of the inter-phase reactor and as some of the switching voltage ripple is 180 degrees displaced, it will cancel completely at the centre tap as shown in Fig. 10a where its potential is shown. In Fig. 10b that shows its spectrum, it is clear that only two important voltage harmonics around 150 Hz are present instead of the four shown in Fig. 7. Another aspect that would lead to even better harmonic reduction is that most of the loads have a floating neutral, which means that the line-to-line voltage waveform shown in Fig. 11 would be relevant for evaluating the load side performance of the cycloconverter.
The downside of limiting the circulating current using an interphase reactor is the presence of a large DC component of 19.3 A, and some very low frequency current ripple of 10 Hz, which is double the output frequency. These cannot be limited by an interphase reactor and would cause additional distortion of the input current, large reactive power and therefore a poor input current power factor. Another aspect is that large DC and low frequency components in the circulating current would also cause saturation of the IPR, which can be avoided only by increasing its size.

IV. THE CONTROL OF HYBRID CYCLOCONVERTERS

The ideal model of the hybrid converter presented in the beginning of this section did not account for the presence of circulating current, which was identified as a serious problem in the previous subsection. In order to minimize the size of the interphase reactor, an additional feature should be added to the H-bridge inverter: the cancellation of the low frequency common mode voltage components between the outputs of the two thyristor bridge halves. In order to do that, a modified hybrid topology, shown in Fig. 12 and 13, should be employed, consisting of six IGBTs/diodes embedded in three asymmetrical H-bridge inverters with split DC-link capacitors. The asymmetrical inverter leg structure is a perfect fit to each thyristor half bridge because both are designed to handle unidirectional (positive/negative) current.

In order to cancel the 150/300/450 Hz voltage ripple, each H-bridge leg should inject a voltage that is opposite to what the thyristor half bridge inherently injects, in order to provide a ripple free voltage at the middle point of the split dc-link.

In order to control the circulating current, a PI controller should be employed that will produce a voltage output that will be added/subtracted from each H-bridge inverter leg reference voltage.

The structure of the control system is presented in Fig. 14. A fast PI controller is used in order to accurately control the circulating current, which in this approach is measured but an important issue in future research will be the removal of this current transducer. The output of this controller (which estimates the amount of voltage drop that will appear across the two inductances \(L_{cap}\)) in order to make the circulating current follow its reference) is added to the differential mode voltage produced by the two thyristor half bridges. The common mode voltage produced by the two thyristor half bridges, which in a normal cycloconverter will be its output voltage, is subtracted from the reference ripple-free waveform, producing the common-mode voltage that needs to be injected by the H-bridge inverter \(V_{CM}\) in order to remove all the unwanted low frequency voltage distortions. These two components are used to produce the voltage reference for each leg of the H-bridge inverter \(V_{fB1}\) and \(V_{fB2}\).

In order to ensure proper operation of the H-bridge inverter, the capacitor voltages \(V_{cap1}\) and \(V_{cap2}\) are monitored by a slow PI controller, that generates a smooth offset signal that is added/subtracted from the reference voltage that produces the firing angles for the two thyristor half bridges THY1 and THY2. The duty-cycles of the two transistors Q1 and Q2 are determined by dividing the reference voltage of each H-bridge inverter leg to the capacitor voltage. The gate pulses are produced by the PWM generator block by multiplying the two duty-cycles with the switching period and arranging the switching states of the H-bridge accordingly. The active switching state will generate the desired common mode voltage reference \(V_{CM}\), whilst the ratio between the two zero switching states \((Q_1\&Q_2=ON\text{ or }Q_1\&Q_2=OFF)\) which means that the H-bridge inserts \(V_{cap1}\) and \(V_{cap2}\) with opposite polarities in the circuit, ideally cancelling each other) generates the desired differential mode reference \(V_{DM}\).
V. THE EVALUATION OF THE HYBRID CYCLOCONVERTER

A simulation model of the hybrid cycloconverter has been implemented in SABER with the circuit parameters mentioned in the Appendix A.

Fig. 15 shows the line-to-line output voltage waveform and its FFT. The high level (80V=30%) low-order harmonics noticed in the FFT of the output voltage of the standard cycloconverter (Fig. 4) are effectively reduced to less than 30V (<12%) due to the operation of the H-bridge inverters. This can also be seen in Fig. 16, where the load currents and the FFT are shown to be nearly sinusoidal. The capability to accurately control the circulating current is proven in Fig. 17 where the circulating current and its FFT is shown to vary around the 2 A reference with only 1 A ripple, which minimises the amount of stored energy in the two inductances and therefore the size because maintaining the circulating current under control by means of forced switching will not only reduce the value of the inductance but also the peak current it should handle.

Fig. 18a shows the zero-sequence component present in all the three H-bridge inverter references. These components do not give rise to current in a three-phase load that has no connection to the supply neutral (3-wire fed). The importance of detecting this component may offer the possibility to reduce the amount of voltage that each H-bridge needs to synthesise, with the impact on reducing the voltage rating of these components. Fig. 18b shows the variation of the two H-bridge capacitor voltages around the 280 V reference, with twice the output frequency. This reveals also one of the disadvantages of this topology: the fact that there is AC-current flowing through the capacitors. One solution would be to add an additional inverter leg to the bridge, that will require only one DC-link capacitor and would reduce the voltage ratings to a half.

Fig. 19 reveals the two components in the H-bridge reference voltage: the differential mode reference voltage that controls the circulating current and the common mode reference that aims to remove the low order distortion.
Fig. 20 shows the input current that contributes to the generation of a given output current and its FFT, being modulated with the output frequency. Fig. 21 shows the cumulative input phase current that contributes to the generation of all three-load currents and its FFT. It is clear that most of the sub-and inter-harmonics caused by the output frequency pulsation disappear due to harmonic cancellation. However, a few inter harmonics remain: $3A_{ph}(17\%)@85Hz$, $3.7A_{ph}(21\%)@185Hz$, $2A_{ph}(11\%)@215Hz$, $1.8A_{ph}(10\%)@320Hz$, but the performance is far better than of a standard 6-pulse cycloconverter.

Fig. 22 shows the instantaneous power delivered to the load and the one absorbed from the input side. Both have the same average (2.75 kW), but the output power is smooth revealing little harmonics in the load currents whilst the input power has a high degree of ripple, revealing a more distorted supply current and also the fact that this power ripple is smoothed by the three H-bridge inverters.

VI. CONCLUSIONS

In this paper, a new hybrid cycloconverter topology is proposed, which consists of a 6-pulse cycloconverter and three asymmetric H-bridge inverters operated as series active filters. This hybrid topology provides not only harmonic-free spectrum in the low frequency range where standard 6-pulse cycloconverters behaves badly, with direct impact on removing the phase shift transformers/autotransformers and reducing the number of thyristors needed, but also an accurate control of the circulating current which allows for further minimisation of the interphase/output inductances and improved power quality of the input currents. Future work will investigate the possibility to use coupled inductances to reduce the voltage ratings of the H-bridge inverters.

VII. ACKNOWLEDGMENT

Support for this work from the EPSRC is gratefully acknowledged (Grant EP/C52652X/1).

APPENDIX A.

Simulation parameters common for all simulation results:

- $V_{in-line}=415V_{RMS}$, $f_{in}=50Hz$, $I_{in}=5A$, $I_{source}=0.5H$, $R_{load}=15\Omega$; standard cycloconverter (Fig. 6-11): $L_{ipr}=2x10mH$, $R_{ipr}=0.95\Omega$, hybrid cycloconverter (Fig. 12-22): $f_{sw-ibb}=5kHz$, $L_{circ}=2x10mH$ (no coupling), $R_{circ}=0.5\Omega$, $V_{cap-ref}=2x280V$, $C_{dc-ibb}=2x10mF$ (series).

IX. REFERENCES