Prospect of solar-driven ejector-compression hybrid refrigeration system with low GWP refrigerants in summer of Guangzhou and Beijing

Wang, X., Yan, Y., Li, B., Hao, X., Gao, N., Chen, G.
Prospect of Solar-driven Ejector-Compression Hybrid Refrigeration System with Low GWP Refrigerants in Summer of Guangzhou and Beijing

Xuehui Wang¹, Yuying Yan¹,³*, Bo Li¹, Xinyue Hao², Neng Gao², Guangming Chen²
(1. Fluids and Thermal Engineering Research Group, Faculty of Engineering, University of Nottingham, UK, NG7 2RD)
(2. Ningbo Institute of Technology, Zhejiang University, Ningbo, China 315100)
(3. Research Centre for Fluids and Thermal Engineering, University of Nottingham Ningbo China, Ningbo, China 315100)

ABSTRACT:
In this paper, the prospect of low-GWP refrigerants used in solar-driven ejector-compression hybrid refrigeration system was analyzed and evaluated based on the solar radiation data in summer of Beijing and Guangzhou. Prominent environmental friendly alternative refrigerants, including HCFOF1233zd(E), HFO-1336mzz(Z), HFO-1234ze(Z), HCFO-1224yd(Z) and HC-600 were chosen as the working fluids to address the environmental concerns, while HFC-245fa was used as the baseline refrigerant. The hybrid refrigeration system composed of an ejector refrigeration system as the upper stage and a vapor compression system as the bottom stage, respectively. The results indicated that the system with HFO-1234ze(Z) showed the highest COP. HFO-1234ze(Z) was followed by HCFO-1233zd(E) and HC-600, and all of them showed higher COP than that of HFC-245fa. The system with HC-600 needed more electric energy than any other systems, while HFO-1336mzz(Z) consumed the lowest electric power. Meanwhile, the performances of HFO-1234ze(Z) and HFC-245fa systems were further compared. It was found that for both working fluids, the heat load of the condenser (Qc,c), total electric energy consumption (We) and electric energy of compressor (Wcom) in August were the highest in Beijing, while in Guangzhou, the highest of them was achieved in September. It was also suggested that the solar radiation had no influence on the relative magnitude of the Qc,c, We and Wcom between HFO-1234ze(Z) and HFC-245fa systems. The Qc,c, We and Wcom of the system with HFO-1234ze(Z) were higher than those of HFC-245fa by 0.8%, 4.44%, and 3.55%, respectively.

Key Words: Low GWP refrigerants; solar energy; solar-driven refrigeration system; HFO; ejector;

Nomenclature

<table>
<thead>
<tr>
<th>Symbol</th>
<th>Definition</th>
<th>Unit</th>
<th>Stage</th>
<th>Location</th>
</tr>
</thead>
<tbody>
<tr>
<td>µ</td>
<td>entrainment ratio</td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>w</td>
<td>velocity (m·s⁻¹)</td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>η</td>
<td>efficiency</td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>n&amp;</td>
<td>mass flow rate (kg·s⁻¹)</td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>h</td>
<td>enthalpy (kJ·kg⁻¹)</td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>H</td>
<td>average daytime (h)</td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>EC</td>
<td>energy consumption (kwh)</td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>Q</td>
<td>heat load (kW)</td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>N</td>
<td>number of day</td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>W</td>
<td>work (kW)</td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>T</td>
<td>temperature(°C)</td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>e,con,in</td>
<td>condenser inlet, upper stage</td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>e,con,o</td>
<td>condenser outlet, upper stage</td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>e,ev,o</td>
<td>evaporator outlet, upper stage</td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>e,ev,in</td>
<td>evaporator inlet, upper stage</td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>e,prim</td>
<td>primary fluid, upper stage</td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>e,sec</td>
<td>second fluid, upper stage</td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>gen,o</td>
<td>generator outlet</td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>gen,in</td>
<td>generator inlet</td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>mix</td>
<td>mixed fluid</td>
<td></td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

* Corresponding author: Prof. Yuying Yan. E-mail: yuying.yan@nottingham.ac.uk. Tel: +44 (0) 115 95 13168
1. Introduction

With the great improvement of modern society, the demanding for energy increases rapidly. According to BP Energy Outlook 2019, a 32% increase of the primary energy consumption will be expected by 2040. Nevertheless, in this context, the exploration of renewable energy sources has been intensified while the use of fossil fuels is restricted due to the concerns about global warming, climate change, and CO₂ emission. Many governments and organizations have issued lots of plans to boost the role of sustainable energy in the economy. As an energy source been used from the very beginning of human history, solar energy has a very low environmental pollution and can be a good choice from the long run. One of the distinguished methods to use solar energy is photo-thermal conversion and then uses the thermal energy to produce the electricity, work or the cooling/heating effect. Many systems and devices were developed to make the best use of solar energy in a certain area. Due to some apparent advantages such as quick construction, simple structure, installation and nearly-zero maintenance, the ejector system has attracted wide attention of the scholars and has proved to be a reliable method to utilize the solar energy. In an ejector system, the key component is the ejector, which is a device that increases the pressure of the secondary or entrained stream, and obtains the middle-pressure mixed flow. During the operational process, there is no need to use neither mechanical equipment nor devices with moving parts.

Over the past decades, many brilliant investigations have been reported on the performance of ejector refrigeration systems and most of them were tested with hydrofluorocarbons (HFC) refrigerants, such as HFC-134a, HFC-245fa, HFC-236fa, HFC-141b and HFC-152a. However, due to their high GWP, they will be surely substituted by more environment-friendly refrigerants in the coming future. Recently, some new fourth-generation refrigerants are proposed, such as hydrofluoroolefin (HFO) or hydrochlorofluorolefin (HCFO) refrigerants. They are the derivatives of unsaturated hydrocarbons and had very short life-spans in the atmosphere. Therefore, their GWPs are very small when compared with existing refrigerants. Some HFO/HCFO refrigerants are very suitable to be used in the ejector refrigeration system and have already drawn the attention of the scholars. Gagan et al. experimentally investigated the performance and the efficiency of the ejector system with HFO-1234ze(E). It was suggested that the system operated well even when the temperature of the heat source was as low as 50 °C. The entrainment ratio of the ejector in the nominal design condition could be 0.25. Smierciew et al. experimentally investigated the performance of the ejector refrigeration system driven by a low-temperature heat source with HFO-1234ze(Z). The experimental results indicated that the ejector refrigeration system with HFO-1234ze(Z) showed a competitive performance and had a good prospect when utilizing a heat source whose temperature was below 70 °C. Fang et al. investigated the alternative potential of HFO-1234yf and HFO-1234ze(E) to the HFC-134a. It was found that R1234yf proved to be a good drop-in candidate for HFC-134a ejector refrigeration system, despite the replacement would cause a slight decrease of COP. Regarding the
HFO-1234ze(E), under the same condition, the entrainment ratio, COP and cooling capacity would decrease by 5.2%, 9.6% and 19.8% when compared with those of HFC-134a. In 2018, to further Fang et al. [19] contribution, Gil et al. [20] theoretically analyzed the performance of ejector refrigeration system with HFC-134a and various HFO/HCFO refrigerants in different working ranges. It was suggested that while HFO-124zf and HFO-1234ze(E) systems presented the highest COP, no refrigerants could well cover all the testing range. Meanwhile, HFO-1216 and HFO-1234yf seemed not to be good candidates for the ejector system operating in the testing range.

This paper is aimed to further investigate the prospect of new environmental-friendly refrigerants used in the ejector refrigeration system. The performance of a typical solar-driven ejector-compression hybrid refrigeration system was theoretically analyzed with the refrigerant of HC-600, HFO-1234ze(Z), HCFO-1224yd(Z), HCFO-1233zd(E) and HFO-1336mzz(Z) against summer solar radiation data of Beijing and Guangzhou. HFC-245fa was selected as the baseline refrigerant as it commonly used in the ejector refrigeration system. This paper is expected to be a good reference for the following research.

2. Solar-driven ejector-compression hybrid refrigeration (SEHR) system

2.1 The ejector-compression hybrid refrigeration system

An SEHR system is analyzed in this work and the schematic diagram of the cycle is presented in Fig.1 (a). The vapor compression refrigeration cycle is used as the bottom stage, and the ejector refrigeration system is used as the upper stage. The two stages combined with each other by an intercooler. The vapor compression refrigeration stage composes of a compressor, an intercooler, an expansive valve, and an evaporator. The ejector refrigeration stage consists of a generator, ejector, condenser, vapor-liquid separator, feed pump of the refrigerant, and intercooler. The vapor-liquid separator is used to make the studied system well in accordance with the practical experimental rigs. In the upper stage, the refrigerant becomes high-pressure and high-temperature vapor after absorbing the heat in the generator. This fluid will entrain the low-pressure refrigerant from the intercooler in the ejector. The mixed refrigerant then is cooled to liquid in the condenser. In the vapor-liquid separator, the refrigerant is divided into two fluids. One fluid decreases the pressure after an expansion valve and flows to the intercooler. Another fluid is directly pumped returning to the generator by a feed pump [21]. The generator is heated by solar energy, which is collected by a solar collector as shown in Fig.1 (a). The p-h diagram of the cycle is shown in Fig. 1(b).

![Fig. 1 Schematic diagram of the hybrid refrigeration cycle (a) system diagram; (b) p-h diagram](image)

2.2 The refrigerants
In the effort to search for more environmental friendly refrigerants, some new unsaturated materials are proposed as the alternative refrigerants. Due to the unsaturated characteristics in their molecule structures, the lifespans of them in the atmosphere are very short. As a result, the GWPs of them are very small when compared with HFC refrigerants. Among these potential alternative refrigerants, the saturated vapour lines of some refrigerants form positive slope in their T-s diagrams. They are very suitable to be used in the ejector refrigeration systems due to no phase change during the expansion process in the nozzle. The p-T diagram of potential refrigerants is shown in Fig.2. In Fig.2, it can be concluded that the p-T characteristics of HC-600, HFO-1234ze(Z), HFC-245fa, HCFO-1224yd(Z), and HCFO-1233zd(E), and HFO-1336mzz(Z) are similar. From this point of view, they can be potential alternatives to HFC-245fa without too significant modifications of the system. In this paper, the performances of SEHR system with these refrigerants were investigated and analyzed to evaluate the prospect of these refrigerants. HFC-245fa was selected as the baseline refrigerant.

The detailed thermophysical properties of these refrigerants are listed in Table.1. It should be noted that despite the ODPs of HCFO-1233zd(E) and HCFO-1224yd(Z) are not 0, but the value is almost zero and it has a very short atmosphere life. Therefore, they are also treated as an environmental-friendly refrigerant.

**Table 1** physical property of the refrigerants \(^{[22-26]}\)

<table>
<thead>
<tr>
<th>Properties</th>
<th>HFC-245fa</th>
<th>HC-600</th>
<th>HFO-1234ze(Z)</th>
<th>HCFO-1224yd(Z)</th>
<th>HCFO-1233zd(E)</th>
<th>HFO-1336mzz(Z)</th>
</tr>
</thead>
<tbody>
<tr>
<td>Chemical formula</td>
<td>CF3CH2CHF2</td>
<td>CH3(CH2)2CH3</td>
<td>CHF=CHCF3</td>
<td>CF3CF=CHCL</td>
<td>CF3CH=CHCl</td>
<td>CF3CH=CHCF3</td>
</tr>
<tr>
<td>Critical temperature(K)</td>
<td>427.16</td>
<td>425.13</td>
<td>423.27</td>
<td>428.69</td>
<td>439.6</td>
<td>444.5</td>
</tr>
<tr>
<td>Critical pressure(MPa)</td>
<td>3.65</td>
<td>3.796</td>
<td>3.531</td>
<td>3.337</td>
<td>3.624</td>
<td>2.903</td>
</tr>
<tr>
<td>Mole weight(g·mol(^{-1}))</td>
<td>134</td>
<td>58.122</td>
<td>114.04</td>
<td>148.49</td>
<td>130.5</td>
<td>164.06</td>
</tr>
<tr>
<td>Slope</td>
<td>positive</td>
<td>positive</td>
<td>positive</td>
<td>positive</td>
<td>positive</td>
<td>positive</td>
</tr>
<tr>
<td>Safety Group</td>
<td>B1</td>
<td>A3</td>
<td>A2L</td>
<td>A1</td>
<td>A1</td>
<td>A1</td>
</tr>
<tr>
<td>ODP</td>
<td>0</td>
<td>0</td>
<td>0</td>
<td>0.00012</td>
<td>0.00034</td>
<td>0</td>
</tr>
</tbody>
</table>
2.3 The solar radiation data used in this paper

To evaluate the performance of the system, the solar radiation data were used as the input of the hybrid refrigeration system. The data of Beijing and Guangzhou in July, August and September were collected from EnergyPlus weather Data center [27]. The information of key data used in the analysis was listed in Table 2. It was assumed that the area of the solar collector was 100 m². Meanwhile, the efficiency of the solar collector in the literature was generally within the range of 0.6~0.8 [28-30]. In this paper, the efficiency of 0.7 was assumed for the solar collector.

<table>
<thead>
<tr>
<th>Location</th>
<th>Data source</th>
<th>July</th>
<th>Aug</th>
<th>Sep</th>
</tr>
</thead>
<tbody>
<tr>
<td>Beijing</td>
<td>CSWD, WMO</td>
<td>Hours</td>
<td>Daily</td>
<td>Hours</td>
</tr>
<tr>
<td>Station No</td>
<td></td>
<td>average</td>
<td>average</td>
<td>average</td>
</tr>
<tr>
<td>545110,</td>
<td>327.6</td>
<td>4753.35</td>
<td>340.2</td>
<td>4617.9</td>
</tr>
<tr>
<td>Elevation 31m</td>
<td>W·m⁻²</td>
<td>W·m⁻²</td>
<td>W·m⁻²</td>
<td>W·m⁻²</td>
</tr>
<tr>
<td>Guangzhou</td>
<td>CSWD, WMO</td>
<td>286.65</td>
<td>3827.25</td>
<td>302.4</td>
</tr>
<tr>
<td>Station No</td>
<td></td>
<td>W·m⁻²</td>
<td>W·m⁻²</td>
<td>W·m⁻²</td>
</tr>
<tr>
<td>592870,</td>
<td>302.4</td>
<td>3861.9</td>
<td>311.85</td>
<td>3802.05</td>
</tr>
<tr>
<td>Elevation 41m</td>
<td>W·m⁻²</td>
<td>W·m⁻²</td>
<td>W·m⁻²</td>
<td>W·m⁻²</td>
</tr>
</tbody>
</table>

3. The thermodynamic modeling of the system

Some basic assumptions are made to analyze the system and are shown as follows,

1) All the components in the system have no heat leak to the environment, the heat transfer process only happens between the refrigerant and coolant.

2) For both stages, the throttling in the expansion valve is isenthalpic.

3) The flow of the refrigerant in the ejector is irreversible, and the irreversibility is described by the isentropic coefficient

4) For all the exchangers, the sub-cool and superheat of the refrigerant are 5 K

3.1 Calculation of the entrainment ratio of the ejector

The ejector is a key component in the upper stage, its performance can be evaluated by the entrainment ratio, and it is defined by [31, 32]

\[ \mu = \frac{n \dot{m}_{\text{sec}}}{n \dot{m}_{\text{prim}}} \]  

In this paper, the entrainment ratio is calculated by the models proposed by Yan et al [33]. In this model, the irreversibility of the flow process in the ejector is defined by coefficients correlated from the experimental data. When the ejector works, the inlet velocity of the primary flow is very small compared with the flow inside of the ejector. If the inlet velocity is neglected, the velocity of the primary fluid at the nozzle outlet will be
\[ w_{no} = \sqrt{2000 \eta_n (h_{in, pri} - h_{no, pri})} \]  

Meanwhile, if the inlet velocity of the second fluid is also neglected, in the mixing chamber, according to the conservation of the momentum and the energy, the average velocity and the enthalpy of the mixed fluid can be obtained and given by

\[ w_{mix} = \sqrt{\eta_{mix} w_{no, pri} / (1 + \mu)} \]  

\[ h_{mix} = (h_{no, pri} + \mu h_{e, sec}) / (1 + \mu) - \frac{w_{mix}^2}{2000} \]

In this way, the enthalpy of the mixed fluid at the outlet of the ejector can also be given by,

\[ h_{mix, do} = h_{mix} + (h_{mix, do, e} - h_{mix}) / \eta_d \]

From the energy conservation point, the enthalpy of the mixed fluid can also be obtained by,

\[ h_{mix, do} = h_{mix} + \frac{w_{mix}^2}{2000} \]

The irreversibility of the nozzle, mixing chamber and diffuser used in this paper are \( \eta_n = 0.85 \), \( \eta_{mix} = 0.95 \), \( \eta_d = 0.85 \) [34, 35]. By combining all the equations above, the entrainment ratio of the ejector can be calculated.

The thermodynamic properties of the refrigerants in different conditions are obtained from the software REFPROP version 10.0 [36].

The model was first proposed to predict the entrainment ratio of the ejector with HFC refrigerants. It has not been validated for the HFO refrigerants as the author concerns. Fortunately, there are already some experimental data of ejector system with HFO-1234ze(E) had been published by Smierciew et al [37]. In this paper, the model was validated with the experimental data of ejector in double-chock working condition. The validation results are shown in Table 3. As it can be seen, apart from the last case, the relative deviation between the experimental data and predicted results were within ±9%, which indicated quite a good agreement.

<table>
<thead>
<tr>
<th>( T_{e, prim} (^\circ C) )</th>
<th>( T_{e, sec} (^\circ C) )</th>
<th>( T_{e, c} (^\circ C) )</th>
<th>( \mu_{exp} )</th>
<th>( \mu_{pred} )</th>
<th>Relative deviation</th>
</tr>
</thead>
<tbody>
<tr>
<td>72.1</td>
<td>-6.7</td>
<td>18.3</td>
<td>0.318</td>
<td>0.296</td>
<td>-6.92%</td>
</tr>
<tr>
<td>72.1</td>
<td>-6.7</td>
<td>18.9</td>
<td>0.310</td>
<td>0.283</td>
<td>-8.71%</td>
</tr>
<tr>
<td>73.4</td>
<td>5.7</td>
<td>22.3</td>
<td>0.469</td>
<td>0.481</td>
<td>4.56%</td>
</tr>
<tr>
<td>73.4</td>
<td>5.7</td>
<td>22.6</td>
<td>0.46</td>
<td>0.469</td>
<td>1.95%</td>
</tr>
<tr>
<td>72.2</td>
<td>2.3</td>
<td>23</td>
<td>0.31</td>
<td>0.324</td>
<td>4.52%</td>
</tr>
<tr>
<td>72.2</td>
<td>2.3</td>
<td>24</td>
<td>0.3</td>
<td>0.324</td>
<td>8%</td>
</tr>
<tr>
<td>70.3</td>
<td>12.5</td>
<td>23.2</td>
<td>0.362</td>
<td>0.311</td>
<td>-14.1%</td>
</tr>
</tbody>
</table>

3.2 Thermodynamic analysis of system

To compare the performance of the system with different working fluids, other key parameters are also calculated apart from the entrainment ratio according to the thermodynamic analysis. The heat loads of the heat exchangers and electric energy consumption are considered here as they close relatedly with the cost of the system. In the upper stage, the heat loads of the generator, condenser and intercooler are calculated by,

\[ Q_{e, g} = n \dot{k}_{e, pri} (h_{gen, pri} - h_{gen, in}) \]  

\[ Q_{e, c} = n \dot{k}_{e, mix} (h_{e, con, in} - h_{e, con, out}) \]
\[ Q_{\text{int,er}} = \dot{n}_{\text{ev}} (h_{e,\text{ev},o} - h_{e,\text{ev},in}) \]  

In the bottom stage, the heat loads of the evaporator and intercooler are given by,

\[ Q_{\text{int,er}} = \dot{n}_{\text{com}} (h_{\text{com,o}} - h_{\text{com,con,o}}) \]  

\[ Q_{\text{com,ev}} = \dot{n}_{\text{com}} (h_{\text{com,in}} - h_{\text{com,con,o}}) \]

The electric energy consumed in the system includes two parts,

\[ W_e = W_{\text{com}} + W_{\text{pump}} \]

in which the \( W_{\text{com}} \) and \( W_{\text{pump}} \) are calculated by \[38\]

\[ W_{\text{com}} = \dot{n}_{\text{com}} (h_{\text{com,o}} - h_{\text{com,in}}) / \eta_{\text{com}} \]

\[ W_{\text{pump}} = \dot{n}_{\text{pump,prim}} (h_{\text{pump,o}} - h_{\text{pump,in}}) \]

in which \( \eta_{\text{com}} \) represents the isentropic efficiency of compressor, and \( \eta_{\text{com}} = 0.85 \)\[39\]. Furthermore, the coefficient of performance (COP) of the system is given by

\[ \text{COP} = Q_{\text{com,ev}} / (W_e + Q_{\text{ev,g}}) \]

In order to solve the equations mentioned above, a flowchart is developed for the procedures. With all the input parameters, the entrainment ratio of the ejector in the upper stage is obtained firstly by iterating. After that, the electric energy consumption, heat loads of different heat exchangers and COP can be calculated accordingly.

### 4 Results and discussions

#### 4.1 The performance of the system with different working fluids

Based on the methodology abovementioned, the performances of the SEHR system with different working fluids are evaluated. It is well-known that efficiency and energy consumption are important aspects of the system. Therefore, the COP, the heat load of the condenser \( Q_{\text{cc}} \), and the electric energy consumption \( W_e \) were selected as criteria to show the effects of the working fluids. Meanwhile, for a SEHR system with a certain working fluid, the COP, the heat load of the condenser and electric energy consumption per unit mass do not change with the input solar radiation. Therefore, any condition of solar radiation can be used to evaluate the working fluids. In this section, the solar radiations of July in Beijing were chosen to show the influence of the working fluids.

Fig. 3 shows the changing of COP, \( Q_{\text{cc}} \) and \( W_e \) with different generator temperature in July of Beijing. As it could be seen from Fig. 3, the system with HFO-1234ze(Z) presented the highest COP, while those of HFO-1336mzz(Z) was the lowest when the generator temperature were within \((85~97)\,^\circ\text{C}\). HFO-1234ze(Z) was followed by HCFO-1233zd(E) and HC-600, and all of them showed higher COP than that of HFC-245fa. When the generator temperature was \(97\,^\circ\text{C}\), the COP of HFO-1234ze(Z) was higher than HFO-1336mzz(Z) by 5.9\%, showing the great difference between the working fluids. As the temperatures of evaporator inlet and outlet were the same for these working fluids, the higher COP of HFO-1234ze(Z) system is caused by higher latent heat, which results higher heat capacity of evaporator. The comparison between the condenser heat loads of the system presented a similar trend to COP because the input solar energy was the same. When it came to the electric energy consumption, the system with HC-600 needed more electric energy than any
other systems. It was higher than those of HFC-245fa, HFO-1234ze(Z), HCFO-1224yd(Z), HFO-1336mzz(Z) and HCFO-1233zd(E) by 6.81%, 2.26%, 6.81%, 16.1% and 6.35%, respectively. Only the $W_e$ of HFO-1336mzz(Z) system was lower than that of HFC-245fa. Regarding the $p$-$T$ diagrams of all refrigerants studied in this paper, HC-600a and HFO-1336mzz (Z) have maximum and minimum slope, respectively as indicated in Fig. 1. Therefore, the pump work, as well as the electric energy needed of system with them is the largest and smallest.

![Graphs showing COP, system work, and electric energy consumption](image)

**Fig. 3** The influence of generator temperature in July of Beijing (a) on COP; (b) on $Q_e$; (c) on $W_e$

(Calculation conditions: $T_{ev}=45^\circ C$, $T_{com, ev}=5^\circ C$, $T_{e, con}=20^\circ C$, $T_{e, ev}=25^\circ C$)

Meanwhile, the performance of the system is also influenced by other parameters. One of the important parameters is the evaporator temperature. In the methodology presented in section 2, the temperature of each fluid and their temperature difference of two fluids in the intercooler were set as constant, so the variation of the evaporator temperature won’t influence the upper stage performance (say, $Q_{e, i}$). From this point of view, the COP of the system, the electric energy consumption of the compressor ($W_{com}$) and the total electric energy consumption ($W_e$) were used as the criteria here.

**Fig. 4** presents the influence of the working fluid on the system performance at different evaporator temperature in July of Beijing. It can be concluded that with the increase of the evaporator temperature, the COP of the system with all the fluids increased. The COP of HFO-1234ze(Z) was the highest among all the work fluids. Furthermore, the system of HC-600 was expected to consume more electric energy. The conclusions were similar to the influence of the generator temperature, but the influence of the evaporator temperature was slightly less significant than the generator temperature.

![Graphs showing COP, system work, and electric energy consumption](image)

**Fig. 4** The influence of evaporator temperature in July of Beijing (a) on COP; (b) on $W_{com}$; (c) on $W_e$

(Calculation conditions: $T_{ev}=45^\circ C$, $T_{e, g}=90^\circ C$, $T_{e, con}=20^\circ C$, $T_{e, ev}=25^\circ C$)
4.2 The comparison between HFC-245fa and HFO-1234ze(Z) in July, August and September

From section 4.1, it was found that the performance of the system varied with the working fluids. The COP of the HFO-1234ze(Z) was the highest within the investigation range. It could be a good alternative to HFC-245fa from this point of view. In order to further evaluate the prospect of HFO-1234ze(Z), the performances of the system with HFC-245fa and HFO-1234ze(Z) were studied and compared against the solar radiation conditions of July, August and September in Beijing.

Fig. 5 shows the \( Q_{ec}, W_e \) and \( W_{com} \) of the system with HFO-1234ze(Z) and HFC-245fa in Beijing. For both the working fluids, the \( Q_{ec}, W_e \) and \( W_{com} \) of the systems in August were the highest because of the highest solar radiation in that month as it could be seen from table 2. From this point of view, \( Q_{ec}, W_e \) and \( W_{com} \) were higher in September than those of August and July as for the Guangzhou case. Nevertheless, the condition of solar radiation had no influence on the relative magnitude of the \( Q_{ec}, W_e \) and \( W_{com} \) between HFO-1234ze(Z) and HFC-245fa systems. The \( Q_{ec}, W_e \) and \( W_{com} \) of the system with HFO-1234ze(Z) were higher than those of HFC-245fa by 0.8%, 4.44%, and 3.55%, respectively.

4.3 The comparison between HFC-245fa and HFO-1234ze(Z) in Beijing and Guangzhou

For Beijing and Guangzhou, the length of day time and solar radiation are not identical. In Beijing, the average day time of July, August and September are 14.51 h, 13.57 h and 12.34 h, while those in Guangzhou are 13.35 h, 12.77 h and 12.19 h, respectively. The day time and solar radiation can cause a great effect on the performance of the system. Therefore, the systems with HFO-1234ze(Z) and HFC-245fa were compared based on the solar radiation data of Beijing and Guangzhou in this section. The electric energy consumption was used as the criteria for comparison. It was given by

\[
EC = NW_H
\]
Fig. 6 shows the $W_e$ of HFO-1234ze(Z) and HFC-245fa in July, August, and September of Beijing and Guangzhou, respectively. In July and August, the solar radiations of Beijing are stronger than Guangzhou, therefore, the $W_e$ of both HFO-1234ze(Z) and HFC-245fa systems in Beijing were greater. However, in September, it was slightly lower than Guangzhou because of the lower solar radiation.

5. Conclusions

In order to evaluate the prospect of the solar-driven ejector refrigeration system with prominent environmental-friendly working fluids including HCFO-1233zd(E), HFO-1336mzz(Z), HFO-1234ze(Z), HCFO-1224yd(Z) and HC-600, the performance of the system was calculated based on the solar radiation data in July, August and September of Beijing and Guangzhou. The system performance of HFC-245fa was used as the baseline. It was found that HFO-1234ze (Z) presented the highest COP, and it was followed by HCFO-1233zd(E) and HC-600. These three refrigerants showed higher COP than that of HFC-245fa. Regarding the electric energy consumption, the system with HC-600 needed more electric energy than any other refrigerants. Meanwhile, the system performances of the HFO-1234ze (Z) and HFC-245fa were further compared. It was found that for both working fluids, the $Q_{e,c}$, $W_e$ and $W_{com}$ of the systems in August were the highest in Beijing, while in Guangzhou the highest of them were obtained in September. The $Q_{e,c}$, $W_e$ and $W_{com}$ of the system with HFO-1234ze(Z) were higher than those of HFC-245fa by 0.8%, 4.44%, and 3.55%, respectively.

Despite the paper suggested HFO-1234ze(Z) could be a good choice of alternative refrigerants, more analysis especially the experimental investigations still needed to be done to validate the conclusions here.

Declarations of interest

None

Acknowledgement

This work was financially sponsored by the following research grants: H2020-MSCA-RISE - 778104 – ThermaSMART, Innovate UK (ACeDrive No. 113167), and Ningbo Science and Technology Bureau Technology Innovation Team (No. 2016B10010)
References


[36] Lemmon EW, Bell IH, Huber ML et al. REFPROP[CP/OL].